
August 17, 2012 -=-- .

On August 1, 2012 Ire-inspected 6 facilities with EdgarAmador, Environmental Co
with CPDNYEnergy.Corp to determine ifthe facilities had overfill protection. CPD
their USTfacilities contractor, CCMI, to accompany uswith the appropriate tools
remove the covers to' expose overfill protection equipment if it was present ..

We were able to document bail floats that sufficed for meeting the requirements
for the tanks. Therefore there is no overfill protection violation at this facility as d
inspection report.

?~P.~;.
Peter P. Mlsluk, Jr.



United States Environmental Protection Agency (EPA)
Region 2

290 Broadway
New York, NV 1UU07-1.866

Underground Storage Tank (UST) Inspection Form

Pe tc r Mis Ivk DATf;: (g Ibe (2-D /2-

SIC CODE: ICIS#:

1. Location ofTauk(s) o Tribal u. Ownership of Tan1{(s) o same as location (1.)

FacilityName Owner Name

Mobrl 8 !e; 13. ',Y- C.ED N'i. E -n f. x::c5 '\./ Corp
Street Address Street Address I

l:f L T0~!s'-!bo~ tZd .s:J~ M a ~VI 5+
City Stale Zip Code City Slate Zip Code

yo~ \5:e cs NY L 07LQ. N ~I.!=! tQ. \ ±::z:. l::/..Y l '- s::.~l
COllnty County

We ~±c.h e ~te,C U l s +c.:c:
PhoneNumber Fax Number Phone Number f.ax Number

9 l Lf - :t ~ J - '-(110 84 s:- 2.5"~ - Q IG 2...
Contact Personfs) Contact Person{s}

.S {,,--tt Pa V" \<,- v-

UA. Ownership of Other Facilities

oDo you own other UST Facilities Yes/No

Jf Yes, How many Facilities How many USTs

Ill. Notification (f4-f>=~t.; e, 0
0 Noti fication to implementing agency; name -.lJLY...,Lf2£..c.~ktt:.:c ~-L>.4-t7-D-.C>..t!

State Facility lD # 3 -Ofi'J~Ci':L
_l..t:t>u,)h o(II~Izol(.,

IV. Financial Responsibility

o State Fund o Private Insurance: Insurer/Policy #
o Guarantee o Surety Bond o Letter of Credit
o Local Government o Self Insured o Not Required (Federal & State government, hazardous substance USTs)

V. Release History N/AD

o To your knowledge, are there any public or private Drinking Water Wells in the vicinity 'I Yes I No

. 0 Evidence of release or spills at facility o Greater than 25 gallons (estimate)
o Releases reported to implementing agency; if so, da(e(s) 12S1l.53I
o Release confirmed; when and how
o Initial abatement measures and site characterization CI Free product removal
:J Soil or ground water contamination o Corrective action plan submitted
D Remediation ongoing o Remediation completed, no further action; date(s)

MY: 'f0 J 1sYJ J.+
:....o;..A'. - 73· fW(~
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, •

CC.-f'cb rt"•••~ rt41. ~.
VI. Tank Information S ~

,A .~",K
~Tank No. -,

Ye~ "'"
Tank nresentfv in use ~ ~
Ir not date last used (see Section XIIl

lf empty. verify I" or less left (see Section XII)

Capacity of Tank (gal) • t... traO I 7-. c:r c.J¢ t!.OoO '-i ooe
Substance Stored G.:'/litl-.. c..sLIr'-IJ. t;ts., /6. -l '" jJ; ~~
MIY Tanlc inslIlllcd I Upgraded 1'Zlz..oe7 10/200"7 'ol~Do7 ,0./ ~C1d IT

TUIlIcronslruc/ioll :
Oare steel, Sti-P3, Retrolitted sacrificial anode, OW~F~P

.•.•.

Impressed Current, Composite. FRP, Interior lining,
1-

Vaulted. Double-walled lOW)
S p••1G.,qc.: .s, ~.:"Spill Prevention "-' /•.... ••c.1tc:f

~ _If ""~j;; No,,~-Overfill Prevention ~ifyly~ v e ••.•~;..L Bit 1';.1'1-

·£a£"j"l (otJiiila:gLiaa; I'vt "'" ~ ; lc1~d Co--"~d.T". ~,&~!
Compartmentalized Manifolded T-." ~

VII. Piping Information

Pinino Tvne : ~ ••• Jf"Pe.Pres:.'UI'C Suction ,

PiC!.illll.('olll.lnl~·/;oll:
O""'-F'IC1'Bare steel, Sacrificial Anode, Impressed Current, Flex,

FRI' Douhle-walled (DW)

Tank and Piping Notc..: CCMI (c."'I.,1 ~-b.)
r~.poV"~ 0 ~ ,2'''6 j'l.."
S'+t"ofr.~ +\..A"~ \-'- f L.aD
Co•. +~c:.. ~Y"I:-,~- l.~.
"-' ~$

)'IO;f\ClP't r-c...ft ••.•..,.J.

VIII. Cathodic Protection N/A/

lutezritv Assessment conducted nrior to unurade

Interior lInino: Interior linina inspected

hllnCessed Oem,,' CP Test records

Rectifier Inspection records

w, ..111m/£': CP test records

CPNotu:

Page 2 ot7 InillOale c.. b~ IZdl i7t\\ 1110412010
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" ""II • t
S (~ ,Ai-. Tank No. 713

L'X. UST system used solely by Emergency ;Vo .. !Power Generator
/

I

X. Release Detection WAc

, y'<-s
! •..

i rallt; lW, 1\,fe.!b.(Jd~ ATG
.,

I

i Interstitial Monitoring y~~ --;7

I
Groundwater Monitorinz

Vapor Monitoring
i
!

Inventory Control w/ITf I

I
Manual Tank Gauging

Manual Tank Gauging wi TIT

SIR I
P M,(JClll!~ (~Make Available Last 12Months
Monitortne Records For Compliance)

Tank RD Notes: (Stale What IIlontbs Records Were Available, Describe Any Failures and Describe What Iovestigatien Occurred Due to Failure)

\...."1-'<' \ J 5+~1-v~r~s ",1+5 L.U'C.v/!, a.,VG., 1db!e £;0 .••• N, v, O~c..» 0 (I; .::r 0..", -? ::ru-., e 20 i-z,

Pressurized Piping RD Methods N/lI.o

I Interstitial Monitoring ,/e...5 ...•.
I

I
! Groundwater Monitoring
I
!

II
: Vapor Monitoring
I

1 SIR
11Months
Monitorine Records I

i Annual Line Tightness Test Ye: 5
-=::..

i -'

ALLD ! Present
1r::,S .~

-- I ./

I
. \ Annual Test yeJ <,

,/

i
I Tipmg Rl) Notes: (,Swte What '\'\ooths Records Were Avallahte, Describe Any Fai,lures and Descrfbe What Investigation Occurred Due to Failure)

Ii PLLD .•..•.c:t.>rds <..J~"'-<' c..vc.,\c::..'olc: ~o",,1-h.~ pr-e,v/OLJ.5 JZ- ""C7'-\TI..JJ\.--\C\w-e.w:~ the. (2.{'''J(z..6I, C C. ,..-1::r:
: (c. •••..NJ~..,.f) re\,"o",+ s+~t-c:'d -+k •..t-+J".~P .•.~_,:._ E:lcc..t ..•..,-<. L..:-c l-c.ol::.' k+~~+ot- <u':"~ y>ll>t

I
I

: c> v-e V'o-i \ « .••..G { a. ~ d +h~....~ (...Vt!. n~ \'10. '\ ~c." v-c1s Q.-1 +1..< .s;c..c I L-t:t
\ VI. d \ Co "- + ,0", ~-t hl..d

I
10e e y'\ ""e.flO:", ed
-r-~~+ \;V, e .
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Y 0 l' P U known 0

YO!' P Unknown 0

Yo r p Unknown 0Records of repairs rue maintained

XII. Temnorarv Closure

11/04120~O

Cap and secure all lines, pumps, manways Yo N
y 0 l" P U known 0

.UI known 0

•...
YoI' P U known 0CP continues to be maintained .: ~~:

UST system contains product and release detection is perfonn~, :..•..."' .

........
.r>:

Notes: ',::',

.,
"' •• ' .•••. '.'..1'

.. ~.: .

..:

.:,.,
.,~ .. ,
"'~:

. " ',J:

': ......,.~,..

'" .", .........~.~,... , . ~ ','

"" .

.~... '':,. .': , .... .~
. ",~ ;.:. , . .,.. ','.: ,'.

: .~. :'
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THE UNITED STATES ENVIRONMENTALPROTECTlON AGENCY (EPA) REGION 2 UST
PROCRAM
Cround \Vater Compliance Section
New York, NY 10007-1866

Inspector Observation Report
Inspecdon of Underground Stof'iJge Tanks (USTs)

o No violations obselVed at the conclusion of this inspection.

0 The above named faclilty was inspected by a duly authorized representative of EPA Region 2, and the following ar •. the inspector's

observations anel/or recommended corrective actionls):·

Violations Observed:

Regulatory Citation Violation Description

§ L s o . 3'-/ (b) '-1 !-G..I \VY"C. +0 V'ACl.,"I"'t+a.\.~ V" ~c.c,....d.~0.(. Y'!:". lec...Lt. clLhc."t l ~....,

§ 2~O.20 CcXf)th' F<1..1 -.,. +0 ..o...,:JV/dt:. r">v~"".c 11 ,..,reve ••+,~Y1
§ 2eO.4/0 (a.) (1) Fe. \ \)Y" (:..+0 ,M. t..:"Y\ -t c...- ~ 1-.:..c..K ,L..'1--e>c=..+,O..., t::..~v"t>,...e""T I'".. (,Jv .•.·K.:,.<; 0.-

I" '-.J
§

§

§

§

§

Actions Taken;
c Field Cltatlor.; # o Additional Information required C on-slte request/Due date

Comments/Recommendations:

/,/0 l- (~v;cl S-\' •.•.-\-u.> +~!>+ n:.J'v \-b t.Je~e.. Cl..vc..,lc...b!~ .fo..,.... "3' v\'J - o c...-r .20 II

,

No OV~v-c.,\\ f' -r e: V'CoV\tl 0'" ..co 1'- a..Vl 'j 0 ~ +)... ~ -t",,-V\. ks . c:..cMI
2 go. -t o (a)( r)

• 1"l..1...0 + I b
~.<'"",,.v""~vJCd ..fu-.Jv-~ tv ",,-eo Y1.o>"-0i"'~-T""-- }oV\.<;' ? -ru«-«,
d. ....,••...,."".) f-J., r::f"'" /1...)I<{(-z...DIf C o~fl t£l..,.KL-e ' .••..•5f~L:t~d..,

o ec..b rd..J +c l¥ldtc..c-."fC. ,+ uJc....5 rC \-{ ,
w-e.v- "1!.... Y1 , .

Name of Owner/Operator Representative: Name of EPA Inspector/representative

(Please pnnt) (Please print)

(S.gnafure) (Signature)

Other Participants:

(Credential Numbar)

Date of Ins pectlon Time AM/PM

Page 5 ot 7 11104/2010



.. .. -'-- .
_. .-

-

0 ::;;m (~ 0

"U
-z

~
"

cr ~$
c- III. ;0 ~'.

~.

, .0 .
""Q. .z m'

,VI Sls: ~t
111m

( IOZo.:-i~ -..;

~.
~ R~n!)l~flll 1f~ATG

-, FIxed m Circuil : ~I ) V~t
~..:..:..:. RI>.d 'J IIC, Rel~ltt:lce 8r •••\;er OIerljli N"I In I

- Cdl
..' r :

•••••1 o Dry Br21:e o Em&l~i!II'Y o BI::ck IE] Sl~t 1 \'1/
-., ~ 0CROMPeo
" I : !ot~lllllicl I~I Conl~inmenl

OItPi!l1S!!1
SlOp Exlrcctor ~~. ~mD

.: oj Riser d3 Fill ,~ ,CHest /~ Temp 'oVcll IP Monitor
.- ~

Date: 2('1(' 1 1 '-~ _ ~ Slatlon - Installed ~q Re,lifis

(~) AnodE:

" ~ I.

Work Order #: 274249 .~~STP , 'j'-. H.pper '::P, 6. '....ell ·.~0
...~

Compass Drop TAnk
--' DIrection " , •

Location #: 13174
t-· 0 CP Junct ion ", l"'-'-'; t.~n\'ny ED O'••••FlIIt-j E~tlG(tor So~ '_'" Tank GJ R2lTlote
'., .., Dry Bral:e

.~ i
. I

0 ~ 0 I;0 . ,

~/~ ~
f00 n .

1;)

'"
~,

'"
~

CD ill
STP

Ien C0
2-...•

~

.0

CD
:~
"~

~(:)
~ ~ 8

i»

. ,,:ii
:;- ffi ~_\~ .~

a bJ
,'"'"'\"1

'" bJ
'-:"

'<V
.-.:: ~

~
p 6b;J

I

E
--..
I'<
~
l" i

: I

- .-
~ .- - - - - - - - - - - - - - - - - - - - -ffi- - - - - - - - - - - - - - - - - - - - -
a

___ . u

~ -~J" .
'"

. . , . .
~
0

.
--- - --

I
. ,



~-

I

Required Fields to be used for ICIS Only

Comoliance Monitoring

Activity: UST Inspection

Inspection Conclusion Data Sheet

1) Did you observe deficiencies (preferred violations) during the on-site inspection? 'Ie:. S

Deficiencies observed: (Put an X for each observed deficiency)

X Potential failure to complete or submit a notification, report, certification, or manifest

L Potential failure to follow or develop a required management practice or procedure

A Potential failure to maintain a record or failure to disclose a document

X Potential failure to maintainlinspecUrepair meters, sensors, and recording equipment

_ Potential failure to report requlated events, such as spills, accidents, etc.

2) If you observed deficiencies, did you communicate the deficiencies to the Facility during the inspection?<:YeS:lt No

3) Did you observe the Facility take any actions during the inspection to address the deficiencies noted? <::lWf No

lfyes,whatactionsweretaken? (,.o"""j +0 COVl+,·rlUe,.. ~OD~,'Y"\J £;.0 ••..>"<,.;$ •.•....) dO(c. •.•....•.•.•+,M_

4) Did you provide general Compliance Assistance in ac~ce with the policy on ·the role of the EPA Inspector
In providing Compliance Assistance during Inspections? 0§JINo

5) Did you provide site-specific Compliance Assistance in accordance with the policy on the role of the EPA Inspector in
providing Compliance Assistance during the inspection7-c§J>No

Page 7 of7 Init/Date p •...•..4> /.).8/:t-<¥2... 1104/20,0



Release Prevention Compliance Measures (\'[atrix

l1J_I~':ft~t~~~·:~'l}~::!>~!f::i0:tf'9·t~(~;:!;~9rtci:~~~~;'.·..:.,·..:.f~~~:':".'::
1. Splll I'reveutlon I Spill preventiou device is present and fnnctiOIlIlI.12S0.20(c)(1)(i), 280.21 «(\)1 V~----------------~------+---------------------------------------------------------------+---~--r---~~
II. Overfill Preveutiou '2 o-s-rm prevention device is present and operational. 1280.20(e)(1)(ii), 280.21 (d) I V:_. ...- ..' , ....

o Automatic shutoff is operational [ie., device nut tampered with or inopernblc) .'
12S0.20(e)(1 )(ii)(A), 2S0.2 I(~I)!' .. ~. "

o Alarm is oper.ntiOlJ:\1. 1280.20(e)(I) (ii)(Il), 280.21(d)J ..

o Alarm is nudihle or visible to delivery driver. 12SU.20(c)(J) (ii)(B), 2S0.21(d)] 0 .

Ball float is operational, 1280.20(e)(J)(ii)(B), 2S0.2t(d)1 "

"I n. Operation ane! 3 Repaired tanks and piping were tightness tested within 30 days of repnir completion (Ilot . /
Mnintcn:lIlcc, required w/interllal inspcdions or if monthly monitoring is in IIse). 12RO.3J(d)J V
-- V
III h. Operation and 4 Cl' systems were tested/inspected wlthin 6 months of repair of nny cathodically protected UST ~

i\-lainlcnllllcc of system, [280.33(c)J
Corrosion Protectlou

5 Corrosion protection system is properly opcralcd nnd mnlntaincd to provide coutinucus V
projection. [280.31 (n)(b), 28D.7D(n)l
f-----------... -_. -,-

OUST system (Choose one) ,
I

" I

OUST in opcrntion ~ :~ .

OUST in temporary closure
I

o CP System is properly operated and muintnined '.
,. '; I

o cr system is performing adequately based on results ortcsting.1280.3J (b)Jj - or-

o Cf'system tested within required period and operate r is conducting or has completed
npprnprlate repair in response 10 test results reflecting CP system not pro\'iding
adequnte protectiou.

•
9/30103 I 0 r2



- - _. -

Release Prevention Com pliauce M C:lSII res 1\'Ja trix

.Regulatory Subject Area ~Icnsllrc #

<;

In Compliunce.?
-. .: '.. \.-:" .:::~

N;

6 UST systems with Impressed current cathodic protection nre inspected every 60 dnys, [2S0.3.1(c)1

soc Measure I Fedcra] Citatiun ;'" .:~: ::'~,."

:N/A 1 i'

III h.Operation lInd
Maintenance of
Corruslnn Protectioll
(Continued)

~--- \jl~
t ..

7 Lined tanks arc inspected periodicully anti lining is in comptinnce. [280.21(b)(I)(ii)1

IV. Tank :1I1t! Pilling
Currusiou Protection ____ ,_~_ ------I

8 Buried mctnl tunk and piping (which includes fittings, connections, etc.) is corrosion protected.
[2S0.20(a), 2S0.20(b), 280.21 (b), 280_21 (e) I

:/r
o Buried-metal piping components (such as swing, joints, flex-connector, ctc.) are isolated from

(be soil ur cutbodlcnlty protected.

For new USTs - tanks and piping installed after 12122/88\28U.20(8), 2S0.20(h)l:

o Steel tnuk or piping is coated with suitable dlelcctrlc material and cathodically protected.

[280.20(a)(2),280.20(b)(2)1

o 'l'auk ls Illierginss, clad, 01' [ncketed nnrl piping is fiberglass or flexible plastic. (28U.20(a)(I),
280.2U(1I)(3), 280.2U(u)(5), 28tl.2U(b)(I), 280.20(b)(4)]

.v :

o Records arc available to document that cr is not necessary, 1280.20(a)(4)(ii),
2811.20(b)(3)(ii)!

For cxis'(ing USTs _ tanks aud piping installed on or before 12122/88 1280.21 (b), 280.21 (cj]: 0 ,

Tank nnd plplng meet new UST requirements 1280.21(a)(I)1

o Steel tank is internally lined. 128ll.21 (ll)!

o i'l-l ctul t:1 nit and piping arc ca thudleally protected. 1280.21 (\)(2),280.21 (c)1

Noles: NfA - Indicates that the measure is not applicable.
Any mark ill the "N" (No) culumu means that the facility is not in Significant Operational Cnmpliauce (SOC) wilh Releuse Preventlon Compliance Measures. III
order fur a compliance measure to be in sac, :,11applicable check-box itelils must he in compliance.

9130103
2 on

.~



Release Detection Compliance Measures Matrix .
Instructions - To Determine Compliance Status o/iJleasures #1-7,

Work Through tire Workshed "Commonly UsedRelease Detection Met/rods" Below.

M~ure
. fJ.:::_, .". :;- • ',::, ~:, "';; "', SOC M.,ureJ Federal CitatioD

"•..\'~ I:\~t·-J~..
III • nee?ReJuiatory Subject Area . ' • Q't , ~ t' ••.•• I' _'!I' .•." 4 ''j'. ., ~ 0 .' " '\)

"
. .>,' ~-~1 ••: \1. -;. it ~ t ': ',r: .iI" .'

NJA Y N,. ~ "!.. £ • 1 -
I. Release Detection Method I Release detection method is present. 1180.40(a)1 .>
Presence and Performance 1 Release detediun system is operating properly (l,e., Ible to detect 1 release from any portion ~'¥VRequirements ofth.: Iystem that routinely contains product). /(180.40(1)(1)1

3 Release detection system meets the performance standards at 180.43 or 280.44. ./
((28O.40(a)(3)J ./

4 Imnlementina aeencv bas been notified of suspected release liS required. 1C280.40(b)1 V

[J Non-paging raults reported and resolved in accordance with implementin& a&ency's
directions. (280.40(b») . ~~ .. "•. ..

II. Release Detection Testing 5 Tanks and piping are monitored montbly for releases and records are available (must bave .>records for ~. Mil IIIlIst !:tuut CIIU.IClltbIiIlUIII&II•• 1111re. (I .1I.~11I'ftbe last IImontbs).
1180.41(8), and 180.4S(bH

Ill. Hazardous Substance UST 6 Hazardous substance UST systtm Itak detedioD meets the requirements (i.e., either
~Systems secondarily coutained or otherwise approved by the implementing agency). 1180.41(b)1

IV. Temporary Closure 7 Releue detection requirements are compUed witb (Le.• method preseot, operational,
~releases investigated aad reported as required) for UST systtDll coatainiog product

128O.70(aJI

.. .." I .~ ~ .~' 'j .'" Worksheet - Commonly Used Release De.tection Methods _ ""1tl.1 ••• l' 'L' • , . .. . , i.•:" Ii ". - ... -

Tank Prusurllo Noa-uempt· ~.·:;7·:·;~~~i~~::··~.~~~-!Releue~oa Method
. . _ .. - .•..:

'P-' ">'_~_- .• 1
dPlpe Slictioa

- ......~-~'.--'~r'7'- .•• -;~
, , I

(a..e1DC) (CllNMTw.) Pipe - .•••.•• ~ •• ~ I ;,"~. - ..(0.__ 1

, .
~ ~

Q Inventory control is conducted properly.
Q T.T.T. performed lIS required (See "D" below).

Q Inventoryvolumemeasurements for inputs. withdrawals,and remainingamounts are recordedeach operating
day und reconciledas required. [280.43(8)(I), 280.43(a)(3)]

o Equipmcntis capableof liS-inchmeasurement [280.43(a)(2)1

Q Product dispensing is metered and recorded within local standards for meter calibration to requiredaccuracy.
[280.43(a)(5)]

. o Water is monitoredat leastmonthly, [280.43(a)(6)J

/. 9/30/03 I of J



Release Detection Cumpliuuce Measures Matrix
~

.t,_

·•..::.;1

, : Wor~hect- (Continued) ',..t~omihol1hTUsed Release Detection ~refl1(i,d~ ", '.. . ~. '. . .... . . . ~. . ',' .~. -. '. . '...... ...' .~.. - .,. ,- .;.-,

'i'auk "Prdssliri7.eNoIH!xempt ," , .Rclease Detccli~ii ~'Jctho'J' ,. ';' ,'i,' "~' "
d ~ipe SticiioiJ ": " '"

(a.••••0"<) (o.,,;~'·r.oi ',Pipe , "',, ' ' ' : < .' ';" ; ". i:'
.ICh~ ••ront) ." ;. l. . •• ' • ' .• • '. .' "

o B. Automatic Tank Gauge (ATC)

o ATG is set up properly.l280.40(a)(2)]
o ATG can detect a 0.2 gal/hr leak rate from any portion of ihc tank routinely containing product. l280,43(d)(I)J 0

ATG is checking portion of tank thnt routinely contains product, [280.110(11)(1)1

o C. J\lallu:,1 Tank Gauging (l\'ITG)

o Tank size is appropriate for using MTG. [2S0.43(b)(5)]
o Tanks 1001 gals (ns per EPA memo) am! greater restricted to use with T.T.T. (See "I)" below) 0

Method is being conducted correctly. l280,43(b)(4)]

o No liquid was added to or taken out ofthe tank during the lest. l2S0A3(b)(I)] 0

Equipment is capable of liS-inch lll~asurcH1enl·l280.43{b)(3)J
1----- ----Io ODD. Tightness Testing (Safe Suction piping does not require testing)

o Testing method is capable of detecting a 0.1 gallhr leak rate from uny portion of tnnk routinely containing product.

l280,43(c)]

o Tightness testing is conducted within specified time frames for method:

o 'l'auks vevery Syears [280AI(a)(I)1

o Pressurized Pilling - annually [280.4 !(b)(I}(ii)]

o Non-exempt suction piping - every J years [280.41 (1))(2)J

o Tightness testing is conducted following manufacturer's instructions. 12S0AO(a)(3)]

o ODE. Cround Watel' 01' Vapcr Monitoring
o Ground water ill the monitoring well is never more than 20 fect from the ground surface, 12S0.'13(1)(2)] 0

Vnpor monitoring well is not affected by high ground water, f2S0A3(e)(3)J

D Site assessment has been done for vapor or ground water moniloring. L2S0A3(c)(6), 280A3(1)(7)1 0

./ / Wells are properly designed and positioned.l2S0AJ(e)(6), 280.43(1)(7)]

m/ Q/ 0 F. IUIl!l'stitial Monitoring

o Secondary containment can be used to detect a release 12~0.43(g)(1)J. 280,43(g)(2)J

o Sensor properly positioned. [280AO(u)(2)J~------~------------~----~--------~~----------~----------------------------------~--~
9/30103 2 ufJ



Release Detection Compliance Measures Matrix

~,i~~IL., _'~.:,'.",-4.;it;L~~~.....~/OJ;~~iCf,t,,(y.i>.hH~~~~~):~¢~~iljl~~,I>.;,~I;t~~(~~~~~~~ui,i ])~t¢c.t~~!~Al~~~&d~.',

~(

lieii:'Ii~~ Detcdion'~lethiJd
" ,,:' .•... '.-:

',',:

1:

' .. :....

, ·i'n'nk·
!'- . • d.. ;,'

;-,'.

~I ~p·r~sui·ii·~'.11~
.r.; , dpi ,..':'
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'~:'Nriri~~eiiiiii\,' ", Io«,
.r, Sl,1~.li(lIi'
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;lC~~T"o),/
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'~ip~

,,',.,. (~~Ojo,~!,~.)

-,"r'.-

. ~.'",'..';:" ~.-..: ~~~h~j~~~)' :,.

,,!:,

""~~' .. ..·.1· ..... '._. _.
G. ,\ utomnric Linc Leak Iletcctor (A LLD)

? 0 A!:J.D is present and operational. l280,44(a)J . ,

r- -t + 11f-__ ~_A_nllllllJ_Iaa1_fi_ullctiolltcsl or tile ALLD has been conducted !lnt! records UTeuvailnble. [280,44(u)]

II. Other ~lethods le.g., Statistlcal lnveutory Recanclliarinn (S.l.R,lI
o The method CWI detect a 0.2 gal/hI' leak rate or a release of 150 gal within a month and meet tilt: 9515 requirement

[280.43(h)(I)J; or

Cl The implementing ngency has approved the method as being as effective as tank tightness testing. automatic tank
gauging, vapor monitoring, ground water monitorlng, or interstitial monitoriug and the operator complies with WI)'

conditions imposed by agency, [2110,43(hX2)J

Cl S.I.R. - Results are received within time Irnme established by Implementlng agency.l280A I(n) & 280,43(h)]

o o o

Notes: N/A - Indicates that the measure is nut npplicuhle.
Any mark ill the "1'1" (No) column means thnt thc facility is nnt ill Slgnlflcant Operational Compliance (SOC) with Release Detection Ce mpllance
i\[easures.

In order for 1\ compllnncc measure to be in SOC, nil upplicnhle check-box items must he in compliance.

9/30/03 30f3
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CCMI TANK COMPLIANCE GROUP
31 West state Street - Unit B

Granby, MA 0 1033
Phone/Fax: (413) 467-1124

info@compliaocemgmt.com
COMPREHENSIVE COMPLIANCE
MANAGEMENT, lNC.

******IMPORTANT USTCOMPLIANCE DOCUMENTS ENCLOSED***'**

SUBJECT: 2011CO:MPLIANCE TEST REPORT

-
Dear Owner/ Operator/Manager:

Enclosed, please find a copy of test report(s) for 2011 Compliance Testing recently
performed at your location by CCMI. Please refer to the record keeping section of the Test
Results Summary for record keeping regulations requited by your specific state.

Important: You MUST file these reports in your aCPD Environmental Handbook:".

The handbook and it content(s) shall he readily available to ALL regulatory
inspection personnel at ALL times.

Should you have any questions regarding this report or if CCMI can be of any assistance,
please contact our office at (413) 467-1'124.

Sincerely,

CCMI
Comprehensive Compliance
Management, Inc.

Enclosure

mailto:info@compliaocemgmt.com


CCMI
COMPREHENSIVE COMPLIANCE
MANAGEMENT, INC.
Report Date: December 30, 2011

Product Line Tightness
• Regular • Pass• Premium • Pass• Diesel • Pass

Tank Monitor Inspection - Veeder Root TLS-350
• In-Tank Gauging Probes • Operational• Annular Space Sensors • Operational• Piping Sump Sensors • Operational I• Fill Sump Sensors Operational'• Electronic Line Leak Detectors (PLLD) • Non-Operatlonaf• Dispenser Electronic Containment Sensors • Operational

Dispenser Shear Valve Inspection
• Dispenser # 112 • Operational• Dispenser #3/4 • Operational• #5/6 •

Location Rcjmnce Number.
Location Nam«:

Location Address:
Location Ci[y:

Chestnut Petroleum Distributors,
13174 RegulatoryFacility
Mobil Service Station
142 Tuckahoe Road

3-049484

Yonkers State: NY 10710

Notes:
!. Unable to access Regular West CT2) Piping Sump Sensor for inspection due to

vehicle parked on the sump manhole lid. Both Regular Fill Sump Sensors
inspection due to the Fill Sump configuration.

2. Premium Electronic Line Leak Detector (PLLD) is not operational. It does
3.0 GPH leak rate. a calibrated

Technician Si§t'fature

Technician Name
Mike Driggs Tom Presnal

Reviewed By Name



Limitations
The test conclusions are valid only at the time the testes) are conducted and for the specific operating
conditions described in each test method used. Comprehensive Compliance Management, Inc. (CCMI)
does not undertake any prior or future responsibility concerning the condition of the underground storage
tank system and its components. Furthermore, CCMI is not responsible for any on-going leaking of the
underground storage tanks system below the limits of accuracy for the test methodes) used.

Recordkeeping - Stage If Vapor Recovery
According to Article XXVI - "Gasoline Dispensing Sites and Transport Vehicles", owners and/or
operators of gasoline dispensing sites which are required to perform tests of Stage I[ systems pursuant to
Section 873.2602(14) must submit a notarized report of test results to the Department within 30 days of
the test. Copies of the results must also be retained at the gasoline dispensing site for five years following
the test, and must be made available for inspection by the department during normal business hOUTS.

Recordkeeping - Underground Storage Tunks
According to Article XXV of the Westchester Count)' Sanitary Code - Petroleum Bulk Storage, a copy of
any tank or piping tightness test report must be sent to the Department no later than thirty (30) days after
the performance of the test, except any test or inspection which shows the facility is leaking must be
reported by any person with knowledge of such leak to the Department immediately and to the NYS DEC
Spill Hotline within two (2) hours. A copy of the test report(s) must be maintained by the owner of the
facility for at least five (5) years.

Copies of this report are being provided (a) the Westchester County Department of Health, if applicable,
and (b) to the facilityllocation where testing was conducted.

Comprehensive Compliance Management, Inc. (CCMI) appreciates your business and thanks you for the
opportunity to provide these services. If you have any questions or comments regarding this report,
please contact our office at (413) 467-1124.
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CCMI
COMPREHENSIVE COMPUANCE
MANAGEMENT, INC.

COMPLIANCE GROUP
t state Street· Unit B
Granby. MA 01033

(413) 467·j 124

Tul DatI:
Techtzicitm Name:
Mantifadu~r Certification #:

.Arsistant TecbnidtZ1l:

.M.alluforllmr Cerl[ficgtioll #:

Ptessure
Red

I Functional Element

DWFRP DWFRP DWFRP

Yes Yes Yes

50 50

0.0775 0.0900

0.0825 0.0775 0.0900

0 0 0

0 0 0

O.Q1GPH 0.01 GPH 0.01 GPH

0.05 GPH 0.05 GPH 0.05 GPH

12:30 PM 1:00PM 12:20 PM

1:00 PM 1:30 PM .2:50 Plvl

0:30 0:30 0:30

0:40 0:30 0:30

Pass Pass Pass

Test Casusents:

Rev. 02109
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CCMI TANK COMPLIANCE GROUP
31 Wesi state Sireet - Un1tB

Granby, MA 01033
Phone/Fax: (413) 467-1124

:nfo@compiiancemgml.com
COMPREHENSIVE COM?I.IANCE
MANAGEMENT,INC,

Test Date: 12/14/2011
Technician Name; ...:lv...:-f=l'k .:..:·e:....:D=-=Il::<::ggsx::. >=-- _

.Assistan: Teibnician: NA~~---------------------

Client Name:
Lacatia« Referen~ Number:

Lacation Name:
Location .Address:

Locatio« Ci!y:

Chestnut Petroleum Distributors, Inc.
13174 Regulatory FariJi!y Number: 3-049484
Mobil Service Station
142 Tuckahoe Road

State: NY~-=---- Zip: 10710Yonkers

Veeder-Root PLLD HSP042

3 Veeder-Root PLLD H9FOOS

323830PUDVeeder-Root4

Test Comment.r:
'\

mailto::nfo@compiiancemgml.com


CCMI
COMPREHENSIVE COMPLIANCE

T'Jt DaJt: 12/14/20fl

Di5per..st!f II:
o
o
o

TankIJ: _

51!
o
0"
o
o
o
o
o

K COMPLIANCE GROUP
Wesl Stale Slreel - Unit B

Granby, MA 01033
Phone/Fax: [4131467-1124

I hereby certify that the equipment identified in thi, document was inspected and functioning in accordaace \\~th the •••••••u•••~\u.Q. guide1ln,es unless otherwise
indicated in tile comments section,

LA"lJRDIJRifmnrt N limber;
LoaJIioTt Name:

!...oratiON Addrur.
LocIJliOfl at;:

Annolu Spoa: Scnoor
l'ipW!s SU"'P Scmo.

Fill Sump Seasce

Mcclunlcal Un. Leak Dclcc'or

ElCClro11ic 'AC Leak Detecter

T""" "'",,6lJ/f Ilsh Level ,\lam!

in Commcsi

Tank#: 2

0 In-Tan.\; Gaugi.~8 Probe

0 Ar>nulu Sp."" Seesce
0 ?ipingSwnp Seeeer

0 FiIls.,m~Sm ••••.
0 ~Icchorual ~ Leak Deeeece
0 Electronic tine l..eak Detector

0 T,nIt O".,fiII/Higb l.el-eI Abnn

0 Other

Tank ;\I: PremIum
0 In-Tank G.usi-~Probe

0 Annulu SpaccScnoor

0 )l;plns Sump S"",o,

0 l'ilISump5=so,
0 Mcch:urioJ Lfee Lcak Deteerce
0' l!I«ttonlc Line Leak Detectcr

0 T••••• O,'Ct/iU/f1i8b Level AIatm

0 Otha

Annular Spoa: ScnIOt
Piping Sump Sensor

Pal Sump Sauor
j\fcclwtlaJ Une Leak Detector

ElccrnxUc LineLeak 0_
Tank Ova:fill/fiigh Levcl Alum

Tank;\l :o ----
D
D
D
o
D
o
o

?roc:uct; -t+---+-
In.T ••uGaugin8 Probe

Annul>: Spocc SClUOr

Piping Sump Seuce
Fill Sump Sensor

i'>leclnaiaJ Litu: Leak DcllXlO'

J!lectrouic Unc Lcak Delcac,

T.nk a_fill/High u,.-d IJ.nn

Tank #:
o -IIl-:-r..,-k-G- ••-JII"-·II P",bc

o Annulu Sp_ Seruor

o l'iping Sump SmIDt
o Fill SUlDP Sewor

D McchonicoJ l.ine Le&k De=or

o E.1CCtrn<bcLIn. Le&k D.1<C1zJr
o Tank OotcmJ/His/I 1="" Abrm

o Other

llb:ttcnio: Conalnm"", Sea.o,
~ftth=anic:::aJValve 11"1'_0)" Q,.«I('III

Shcv

Di'!' • .,..". #: __ -'- __
o I!lectronic Co.tlin:ncnt Se:uot

o MechanbJ V"h." IFJost(.) l< Cluin(.)J
ltl

!!I'ecuon~ Coo.r::Wtmcnt Sensor

MeclunicoJ V dve ]Fkw(.) .I< cr..in(.)J

Dl.pcn~r 1/.: __ -'- __

ltl l!Iectronic Ccnt>lnmellt Sensor

D MttluniaJ V>lv. IFlo.t(.) & Cb.m(')l
Ii1I S~= Valve

Technician Name: Mike Driggs

Testing Company; Comprchensil'e Compliance Managancnt, Inc.
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TutDa~:
ClimIN_,:

Lmrlion .'{if(TrlTct N",,,bm
UNa/ioft NrPl1G'

Location AdIirr.u:
Location C!!;,

12/14/2011
Chestnut Petroleum Distributors. lnc.
13174
Mobil Service Station
142 Tucknhoe Rood

10710Yonkers SII1I1: ..:.NY,,-=- __ Zip:

.~~.!n~~~~~t!.:~!!jr,;t.~:~~:::~':~~~~I~!i.~,~~:'~;t~~:~):.:~·::::~rro:,ul~:otIJB6ectt0I1t.C~mr.ca.llori:~;;'~;;.!'::.(·~·:~·::;::~!':E~:··:.:;·~:;~:;;';:·~,~~~.:'''~:~~ii'~~~·;:~~~~:~~;:r~:·:';·~1·
li'l Yes 0 No 0 NA •• :he .uda>lc .1"", opcatiooW?

NA

\Vtn: UJ rens<lll Inm.tkd:lt rhe lowest pchm of JCCDadur contaU--"'C1lt acd pot.itioncd 10 tU.t
ather cquipuleSlt will not interfere with tlldr opcnrionl

o

Yes 0 No

Yes [;1 No
Yes 0 No

Yes 0 No

Yes 0 No

STPSump 0 D1Jpcmct
.sen",,(.) Canl2inmmr

s""",.(.)
Yes 0 No

Yes 0 No

o

NA
Po. I" ••••• rizcd ",[>log .1.••••.••• ~OCJ the tucbine •••_tialy abU! down if t!><p;ping IC<I3<I<bry
eo,~t1iqmcnt monitorin.: svstem cktecrs & 10k. wit to uocnte. 0( It clectric:aU .•.diKonlJeCtt"d)l

Por tlnk S}'$tcms that utilize the mouiforiug 1)'St::m as rheprim:ur taokoveddlwunin;devic:c
(L\~..no :nc:clu.n.:.caJ o\'CtfiU pte'~tiOQ ,-a.\vc lJ wt:t1lcd). is the! O\'erti1l ~-uniog "Uibk :lad wdib!e

I- ~----------------:::".....-~.,-----lu the •• ok ftU pcln,,,) ">t\opct>tinSP"'P",,lyl
% 0 NA • If..,."" Alu'h"pcc=K<>f""k •• (>"cil]'cocslh.oh.mlri~

o

o

o

o NA Did;ou conGrm positi~ Ihutdawn dee to 1e:1b lAd fCnSQ"Wlun:
• <llxonn«tion?

o Yc:5 0' No W:u Ul)"1\orutoring c:quiptnent repltccd/n:plirtd?

IfY~ Idmtifr .pca6c tcnfOfSt ptobea. Ol'ctbee equipment rcpb.('cd/r~
2nd Ii&t aUrcp.b.a:mc:nt pam (eunubCWftt!Jut Inodcl nl.:fJlbe1:) in the CQmaIIC'I"It!:

KcDOn.

o P.odu", o

NA

Wu ti'i11id found imide :a.nyfoeCor.duy cono1ntTltPC '1ItanI d~ed as.drr ~ (Oed: alJ
~U1'f1p1y)

" all mo:,.itDti1tgequipmeM rt12t \IIU inspected u put: cC dU ccrtifi:::trion opeatinnal pu
m.ttlu&cturm' tp«i6c.ation,?

NA

o No

HH:1\1 if\pw1. wiriog been in~pec.led Coe prop« enay snd cmr.im.ti01l.1Ildodif1,; tcstirg (at geeund
&.nlta?

o No o

0' Yet 0 No 0 NA ~cre-tl1 item! 0111 thc;;:~ujpmcat nwlllD.c::tDn:C$ rnUatrnmce t:hec:k1i$t comolc1ed1

:sr.ili:'!f.lj~lE~ri:"'''!;E!::;ii~~.r.Ji:r.r::frh':.~.\il"r_~\~:(';':1.;~;rt''2i~ir.f.iiTr:~ijl.~~De(eclllr§!(lllro_s. . _"FL'~ru;;!~F.Ji:;;~;t:Tij~1l\.'l!\~~jll~~-~r..
m Yo 0 No 0 :-Jl\ \'Vu :l :ax M~u1atcd to \-mfv L!.!) p~

o No o

li1l No 0 NA

0 No 0 Nit

0 No 0 ~A

0 No 0 ~.O\

0 Na 0 N,\

0 No 0 NA

0 No 0 N'.A

0 No 0 NA

0 y", 0

Wne 1JIu..os conficmed [)Od2tianal and ltCt!nte .,.;thin temJ.b.n:lIY cem.if'U'l.cntsl

'FIlc ~ LLDs. doc:athc: tllriJ.Inc ,utortmiaJlr!-hut off if;1.ny portion er ee roonitori.
i '"tern il diubkd or diKDnnectc:l?

.For ~ 1.LD,., dees the turbine: ~ukJmatiaJ1y J.hut oCf j! anT pomoa of tlac mOi:1itoriltf;
n-Sfcm nulfunction5 oc hils a t~

NA

__ .......;1:;:2"-I.o.14!J./c.:1:;:1 Time:

Premium Bleceonlc Line Leak Detector is not op=tioruU. It does not detect a calibrated :;.0 GPH leak rate.

0 Yea

E'I Yd
0 y",
0 Yes
E'I Yes

0 y..,

E'I Yo
0 y.,

.
"

-l:09PM

R.egu~arEast (1"1)& Regular \'<;Iest (TZ) fTillSurr.p sensors were not sccesslb!e for inspection due to {tm Sump con~guraclon.

Premium and Diesel make up a comp:u-tment tank (one an annular space sensor).

Unable to test Regular West STP Sump Sensor due to a car f??,itioned above the manhole CO".!.



ft ~ Rffilote FIll <1"1\ -::-:-- Rocd -~ Fl.ed m Circuit :r;-; V!!Ilt

~
~9 ATG :'::1 Reference !!rHk!f Ovi!rflll Alilrm

Cdl ~.'o OrvBrEkt o Emergency D Block reJ Stat:e1 wI () Jnl~IUltlal
..•....•.

Containment 0CROMPCD Stop E>ctraclor ~i Sump DispenSt'r

;:) Ris.>r fB All r'~ (prest In. TempWeli Im'i Monitor
/

Date: 2010-11< :; I ~~ -,/ Station Inst.U!!d I.L] Rectifi1!l"

Work Order #: 274243
(:9 Anode (3 STP (i\ Flapper J$ CompHs 6. '''''ell I:~ Orop Tank'-" Oir.?Ctlon

Manl.r.ly $' DWFiIl bJ Remote
DrvBr.ke

IT! [iJ ill;;10 ----1

I~~(~~) 000
CD I

CD I I I
~) I~l~As

"'- ~bJ WSP 6bJ

------~-----------

/)
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4b&6~~m

Offi<:e of EnYlf9l1~tal Health RI$k C.11Iro1
145 Huguenot SIl'M1
New R~lIe. NY 108~
914-613-51&1
24.hoor .mergency numb@r. eI4-813.5COO

WESTCHESTER COUNTY DEPARTMENT OF HEALTH
PETROLEUM BULK STORAGE REGISTRATION CERTIFICATE

Robert P. Astorino
Co""t)' E,...,,,tlw ..

Date Capaclty Nf!x1 Test Owner:
Tanl<ID Tank Locatlon Product last Tested CPO NY ENERGY CORP

Installed (gallons) Due 536 MAIN STREF.T

5 1212007 Underground GasollM~lhanol 12000 '.'TR NEW PALTZ, NY 12561
'. Site: ~

1012007 Underground
Mob" RJS ~13174

6 Gaso!klelEthanol 12000 NTR 142 Tuckahoe Road
Yonkers. NY 10710

a 1212007 Aboveground on No.2 fuel oft 500 NTR Operator:

saddlss,legs ,stIits,racl\s Of
VlDEl Corp
(914) 965-4170

cradle Emergency Contact:
Scott Parlier
(545) 2~-O162 ..-

Asan 3Uthcrl..'ed rep~~lm otllle abovl!-named
faeJlIy. I affirm under penalty 01 !)<!rjury that the ,"fomIa1bn

7A i012007 Und~round Gaso!tneJEthano\ 8000 NTR display,"" on tnls :onn II ~ to the be!t or my
knoYiIed.t. I recognize t/l3t I am responsible lor assurilg
Ihll th;s facilily Is In compllanc:a wlth aU seetiOO!l 01Article

7<3 1012007 Underground Diesel 4000 NTR
xxv 01 the W!!$\c.'lemr countySanitary CO<!e.

• The fac:TIlymuSl be rn-reglstef~ upon a transfer of
owntrshlp.

V;;por Recovery ID: 3551800561 111201() 1112015 • TIl! Department mus: be notified witilin 15 da~ pIIor to
a<fding. replacing, r=ndltJoning or pe<man€ot!y doslnv a
stziionary tan~.
, THISCERllflCATE MUSTBE i'OSTEO ON THE
PREMIS:;SAT ALL llMES. ?OS\iIl9 mUSI be at the;anl\, at
the entra!lel! of the fa<:>TIIyor ~\ the main effie!. when! tit"
s\l)rag~ BnltS are \ce2t!!<1.
• Any;letSOn with knowle:lgt ot a spiU, leak or dl<cl\atge
must r2?ort the Incident lJllr.\o:llat61y :c Ill" Westchester
Coun;y Oepar.menlof HeaJ:h at 91!·~ 13.:;000 and to 1h!

\ N!!W '(orl< State Department 01Environmental
Cons.MlIlon at 800-451-7;),;2.

Issued by: Issue Date: Maiflng Address: [2:of~hori:~"ratiYellJW1l!r (pfinl)

Cheryl Archbald, MD, MPH, FMP 0411112011 SAM JAMAL l~ ~l
Acting Commissioner of Health CPD NY ENERGY CORP

SIrin.-!t:r! ~9d R~pt!S~n:a:iv!J()Nner

536 MAIN STREET /.77

petroleum Bulk Storage IExpiratJon Date: NEW PALTZ NY 12551 'rI/e ~ ---lDat~
ID Number 3-049484 ,01/13f2016

-t=" eO.SIAl e r:> 5-'-{-11

THIS CERTIFICATE IS NON-TRANSFERABLE Page 1 of 1


